281.568.7880 Phone
www.envirodyne.com

Envirodyne Laboratories, Inc
H 11011 Brooklet Dr., # 230
I Houston, TX 77099

25 April 2019

Deer Park, City of
Frank Walker

2117 East X Street
Deer Park, TX 77536

Deer Park, City of - ITC Water Check

Enclosed are the results of analyses for samples received by the laboratory on 01-Apr-19 14:15. The
analytical data provided relates only to the samples as received in this laboratory report.

ELI certifies that all results are NELAP compliant and performed in accordance with the referenced method
except as noted in the Case Narrative or as noted with a qualifier. Any reproductions of this laboratory report
should be in full and only with the written authorization from the client.

The total number of pages in this report is 26

Thank you for selecting ELI for your analytical needs. If you have any questions regarding this report, please
contact us.

Sincerely,

/e o
M sy ca (T g /Fb

Monica Smith

Client Services Representative Certificate No: T104704265-18-14
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: 19D0371 25-Apr-19 09:06
ANALYTICAL REPORT FOR SAMPLES

Sample ID Laboratory ID Matrix Date Sampled Date Received

Raw Water 19D0371-01 Water 01-Apr-19 10:33 01-Apr-19 14:15

Finished Water 19D0371-02 Water 01-Apr-19 10:16 01-Apr-19 14:15

Trip Blank 19D0371-03 Water 01-Apr-19 00:00 01-Apr-19 14:15

C= Tetrachloroethene, 1,2-Dibromo-3-chloropropane, and Naphthalene was bias low in the Continuing Calibration(CCV).
Compounds were not detected in the samples.

Chloromethane, Vinyl Chloride, Trichlorofluoromethane, Carbon Disulfide, Bromoform, 1,2-Dibromo-3-chloropropane,
1,2,4-Trichlorobenzene, Naphthalene, and 1,2,3-Trichlorobenzene were outside the LCS ELI QC acceptance criteria.
Compounds were not detected in samples.

L - Sample analyzed by NELAP certified lab T104704184-18-12

Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
o custody document. This analytical report must be reproduced in its entirety.
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: ~ 19D0371 25-Apr-19 09:06

Raw Water
19D0371-01 (Water) Sampled: 01-Apr-19 10:33
Reporting
Analyte Result Limit Units  Dilution Batch Prepared Analyzed Method Analyst  Notes
Envirodyne Laboratories, Inc.

Yolatile Organic Compounds by EPA 524.2
Dichlorodifluoromethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Chloromethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC Q
Vinyl Chloride <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC Q
Bromomethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Chloroethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Trichlorofluoromethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC Q
Diethyl ether <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
1,1-Dichloroethene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Carbon Disulfide <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC Q
Methylene Chloride <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
MTBE (Methyl tert-butyl ether) <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
trans-1,2-Dichloroethene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
1,1-Dichloroethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
2,2-Dichloropropane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
cis-1,2-Dichloroethene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Bromochloromethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Chloroform 17 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
1,2-Dichloroethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
1,1,1-Trichloroethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Methyl Acrylate <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Tetrahydrofuran <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Carbon Tetrachloride <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
1,1-Dichloropropene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Benzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Trichloroethene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
1,2-Dichloropropane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Methyl methacrylate <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Dibromomethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Bromodichloromethane 5.4 1.0 ug/L 1 BoD0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
cis-1,3-Dichloropropene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC

Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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custody document. This analytical report must be reproduced in its entirety.




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: ~ 19D0371 25-Apr-19 09:06

Raw Water
19D0371-01 (Water) Sampled: 01-Apr-19 10:33
Reporting
Analyte Result Limit Units  Dilution Batch Prepared Analyzed Method Analyst  Notes
Envirodyne Laboratories, Inc.

Yolatile Organic Compounds by EPA 524.2
trans-1,3-Dichloropropene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
1,1,2-Trichloroethane <1.0 1.0 ug/L 1 BID0274  02-Apr-19 02-Apr-19 15:06 EPA5242 BPC
Dibromochloromethane 1.1 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
1,2-Dibromoethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Toluene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Tetrachloroethene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC C
1,3-Dichloropropane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Chlorobenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
1,1,1,2-Tetrachloroethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Ethylbenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
m,p-Xylene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
o0-Xylene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Styrene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Bromoform <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC Q
Isopropylbenzene (Cumene) <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
1,1,2,2-Tetrachloroethane <1.0 1.0 ug/L 1 BID0274  02-Apr-19 02-Apr-19 15:06 EPA5242 BPC
trans-1,4-Dichloro-2-butene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
1,2,3-Trichloropropane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Bromobenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
n-Propylbenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
2-Chlorotoluene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
1,3,5-Trimethylbenzene <1.0 1.0 ug/L 1 BID0274  02-Apr-19 02-Apr-19 15:06 EPA5242 BPC
4-Chlorotoluene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
tert-butyl Benzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
1,2,4-Trimethylbenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
sec-butyl Benzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
p-Isopropyltoluene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
1,3-Dichlorobenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
1,4-Dichlorobenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
n-butyl Benzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC

Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: ~ 19D0371 25-Apr-19 09:06

Raw Water
19D0371-01 (Water) Sampled: 01-Apr-19 10:33
Reporting
Analyte Result Limit Units  Dilution Batch Prepared Analyzed Method Analyst Notes
Envirodyne Laboratories, Inc.

Yolatile Organic Compounds by EPA 524.2
1,2-Dichlorobenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
1,2-Dibromo-3-chloropropane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC CQ
1,2,4-Trichlorobenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC Q
Hexachlorobutadiene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Naphthalene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242 BPC CQ
1,2,3-Trichlorobenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC Q
Total Trichloroethanes <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Total Trihalomethanes 23 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Total Xylenes <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 5242  BPC
Surrogate: 4-Bromofluorobenzene 88.2% 70-130 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 524.2 BPC
Surrogate: 1,2-Dichlorobenzene-d4 84.8 % 70-130 B9D0274 02-Apr-19 02-Apr-19 15:06 EPA 524.2 BPC

Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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custody document. This analytical report must be reproduced in its entirety.
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: ~ 19D0371 25-Apr-19 09:06

Finished Water
19D0371-02 (Water) Sampled: 01-Apr-19 10:16
Reporting
Analyte Result Limit Units  Dilution Batch Prepared Analyzed Method Analyst  Notes
Envirodyne Laboratories, Inc.

Yolatile Organic Compounds by EPA 524.2
Dichlorodifluoromethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
Chloromethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC Q
Vinyl Chloride <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC Q
Bromomethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC
Chloroethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
Trichlorofluoromethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC Q
Diethyl ether <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
1,1-Dichloroethene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC
Carbon Disulfide <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC Q
Methylene Chloride <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC
MTBE (Methyl tert-butyl ether) <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
trans-1,2-Dichloroethene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC
1,1-Dichloroethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
2,2-Dichloropropane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
cis-1,2-Dichloroethene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
Bromochloromethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC
Chloroform 18 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
1,2-Dichloroethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC
1,1,1-Trichloroethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
Methyl Acrylate <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC
Tetrahydrofuran <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
Carbon Tetrachloride <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC
1,1-Dichloropropene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
Benzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC
Trichloroethene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
1,2-Dichloropropane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
Methyl methacrylate <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
Dibromomethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC
Bromodichloromethane 6.3 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
cis-1,3-Dichloropropene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC

Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: ~ 19D0371 25-Apr-19 09:06

Finished Water
19D0371-02 (Water) Sampled: 01-Apr-19 10:16
Reporting
Analyte Result Limit Units  Dilution Batch Prepared Analyzed Method Analyst  Notes
Envirodyne Laboratories, Inc.

Yolatile Organic Compounds by EPA 524.2
trans-1,3-Dichloropropene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
1,1,2-Trichloroethane <1.0 1.0 ug/L 1 BID0274  02-Apr-19 02-Apr-19 15:31 EPA5242 BPC
Dibromochloromethane 1.5 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
1,2-Dibromoethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC
Toluene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
Tetrachloroethene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC C
1,3-Dichloropropane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
Chlorobenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC
1,1,1,2-Tetrachloroethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
Ethylbenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC
m,p-Xylene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
o0-Xylene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC
Styrene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
Bromoform <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC Q
Isopropylbenzene (Cumene) <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
1,1,2,2-Tetrachloroethane <1.0 1.0 ug/L 1 BID0274  02-Apr-19 02-Apr-19 15:31 EPA5242 BPC
trans-1,4-Dichloro-2-butene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
1,2,3-Trichloropropane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC
Bromobenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
n-Propylbenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
2-Chlorotoluene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
1,3,5-Trimethylbenzene <1.0 1.0 ug/L 1 BID0274  02-Apr-19 02-Apr-19 15:31 EPA5242 BPC
4-Chlorotoluene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
tert-butyl Benzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC
1,2,4-Trimethylbenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
sec-butyl Benzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
p-Isopropyltoluene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
1,3-Dichlorobenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC
1,4-Dichlorobenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
n-butyl Benzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC

Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: ~ 19D0371 25-Apr-19 09:06

Finished Water
19D0371-02 (Water) Sampled: 01-Apr-19 10:16
Reporting
Analyte Result Limit Units  Dilution Batch Prepared Analyzed Method Analyst Notes
Envirodyne Laboratories, Inc.

Yolatile Organic Compounds by EPA 524.2
1,2-Dichlorobenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
1,2-Dibromo-3-chloropropane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC CQ
1,2,4-Trichlorobenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC Q
Hexachlorobutadiene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
Naphthalene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC CQ
1,2,3-Trichlorobenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC Q
Total Trichloroethanes <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
Total Trihalomethanes 26 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC
Total Xylenes <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 5242  BPC
Surrogate: 4-Bromofluorobenzene 86.0% 70-130 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC
Surrogate: 1,2-Dichlorobenzene-d4 93.4% 70-130 B9D0274 02-Apr-19 02-Apr-19 15:31 EPA 524.2 BPC

Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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custody document. This analytical report must be reproduced in its entirety.

Monica Smith, Client Services Representative I Page 8 of 27 I




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: ~ 19D0371 25-Apr-19 09:06

Trip Blank
19D0371-03 (Water) Sampled: 01-Apr-19 00:00
Reporting
Analyte Result Limit Units  Dilution Batch Prepared Analyzed Method Analyst  Notes
Envirodyne Laboratories, Inc.

Yolatile Organic Compounds by EPA 524.2
Dichlorodifluoromethane <1.0 1.0 ug/L 1 BI9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Chloromethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC Q
Vinyl Chloride <1.0 1.0 ug/L 1 BI9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC Q
Bromomethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Chloroethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Trichlorofluoromethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC Q
Diethyl ether <1.0 1.0 ug/L 1 BI9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
1,1-Dichloroethene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Carbon Disulfide <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC Q
Methylene Chloride <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
MTBE (Methyl tert-butyl ether) <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
trans-1,2-Dichloroethene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
1,1-Dichloroethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
2,2-Dichloropropane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
cis-1,2-Dichloroethene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Bromochloromethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Chloroform <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
1,2-Dichloroethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
1,1,1-Trichloroethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Methyl Acrylate <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Tetrahydrofuran <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Carbon Tetrachloride <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
1,1-Dichloropropene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Benzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Trichloroethene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
1,2-Dichloropropane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Methyl methacrylate <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Dibromomethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Bromodichloromethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
cis-1,3-Dichloropropene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC

Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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Monica Smith, Client Services Representative I Page 9 of 27 I

custody document. This analytical report must be reproduced in its entirety.




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: ~ 19D0371 25-Apr-19 09:06

Trip Blank
19D0371-03 (Water) Sampled: 01-Apr-19 00:00
Reporting
Analyte Result Limit Units  Dilution Batch Prepared Analyzed Method Analyst  Notes
Envirodyne Laboratories, Inc.

Yolatile Organic Compounds by EPA 524.2
trans-1,3-Dichloropropene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
1,1,2-Trichloroethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Dibromochloromethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
1,2-Dibromoethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Toluene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Tetrachloroethene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC C
1,3-Dichloropropane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Chlorobenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
1,1,1,2-Tetrachloroethane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Ethylbenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
m,p-Xylene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
o0-Xylene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Styrene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Bromoform <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC Q
Isopropylbenzene (Cumene) <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
1,1,2,2-Tetrachloroethane <1.0 1.0 ug/L 1 BID0274  02-Apr-19 02-Apr-19 14:40 EPA5242 BPC
trans-1,4-Dichloro-2-butene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
1,2,3-Trichloropropane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Bromobenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
n-Propylbenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
2-Chlorotoluene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
1,3,5-Trimethylbenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
4-Chlorotoluene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
tert-butyl Benzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
1,2,4-Trimethylbenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
sec-butyl Benzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
p-Isopropyltoluene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
1,3-Dichlorobenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
1,4-Dichlorobenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
n-butyl Benzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC

Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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custody document. This analytical report must be reproduced in its entirety.




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: ~ 19D0371 25-Apr-19 09:06

Trip Blank
19D0371-03 (Water) Sampled: 01-Apr-19 00:00
Reporting
Analyte Result Limit Units  Dilution Batch Prepared Analyzed Method Analyst Notes
Envirodyne Laboratories, Inc.

Yolatile Organic Compounds by EPA 524.2
1,2-Dichlorobenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
1,2-Dibromo-3-chloropropane <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC CQ
1,2,4-Trichlorobenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC Q
Hexachlorobutadiene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Naphthalene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC CQ
1,2,3-Trichlorobenzene <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC Q
Total Trichloroethanes <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Total Trihalomethanes <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Total Xylenes <1.0 1.0 ug/L 1 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 5242  BPC
Surrogate: 4-Bromofluorobenzene 86.4% 70-130 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 524.2 BPC
Surrogate: 1,2-Dichlorobenzene-d4 92.0% 70-130 B9D0274 02-Apr-19 02-Apr-19 14:40 EPA 524.2 BPC

Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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custody document. This analytical report must be reproduced in its entirety.

Monica Smith, Client Services Representative I Page 11 of 27 I




Pace Analytical Services, LLC

. @ 8 East Tower Circle
aCBAﬂaMlcal Ormond Beach, FL 32174
www.pacelabs.com (386)672-5668
April 19, 2019
Sherry Walker

Envirodyne Laboratories, Inc
11011 Brooklet Drive

Suite 230

Houston, TX 77099

RE: Project: 19D0371
Pace Project No.: 35459089

Dear Sherry Walker:

Enclosed are the analytical results for sample(s) received by the laboratory on April 04, 2019. The
results relate only to the samples included in this report. Results reported herein conform to the most
current, applicable TNI/NELAC standards and the laboratory's Quality Assurance Manual, where
applicable, unless otherwise noted in the body of the report.

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

R

Martha Montero
martha.montero@pacelabs.com

(386)672-5668
Project Manager

Enclosures

cc: Laura Bonjonia, Envirodyne
Monica Smith, Envirodyne
Idelis Williams, Envirodyne

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC. Page 1 of 11




ace Analytical

www.pacelabs.com

Project: 19D0371
Pace Project No.: 35459089

Pace Analytical Services, LLC

CERTIFICATIONS

8 East Tower Circle
Ormond Beach, FL 32174
(386)672-5668

Ormond Beach Certification IDs
8 East Tower Circle, Ormond Beach, FL 32174
Alaska DEC- CS/UST/LUST
Alabama Certification #: 41320
Arizona Certification# AZ0819
Colorado Certification: FL NELAC Reciprocity
Connecticut Certification #: PH-0216
Delaware Certification: FL NELAC Reciprocity
Florida Certification #: E83079
Georgia Certification #: 955
Guam Certification: FL NELAC Reciprocity
Hawaii Certification: FL NELAC Reciprocity
lllinois Certification #: 200068
Indiana Certification: FL NELAC Reciprocity
Kansas Certification #: E-10383
Kentucky Certification #: 90050
Louisiana Certification #: FL NELAC Reciprocity
Louisiana Environmental Certificate #: 05007
Maryland Certification: #346
Michigan Certification #: 9911
Mississippi Certification: FL NELAC Reciprocity

Missouri Certification #: 236

Montana Certification #: Cert 0074

Nebraska Certification: NE-OS-28-14

New Hampshire Certification #: 2958

New Jersey Certification #: FL022

New York Certification #: 11608

North Carolina Environmental Certificate #: 667
North Carolina Certification #: 12710

North Dakota Certification #: R-216

Oklahoma Certification #: D9947

Pennsylvania Certification #: 68-00547

Puerto Rico Certification #: FL01264

South Carolina Certification: #96042001
Tennessee Certification #: TN02974

Texas Certification: FL NELAC Reciprocity

US Virgin Islands Certification: FL NELAC Reciprocity
Virginia Environmental Certification #: 460165
West Virginia Certification #: 9962C

Wisconsin Certification #: 399079670

Wyoming (EPA Region 8): FL NELAC Reciprocity

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

Page 2 of 11
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www.pacelabs.com

SAMPLE SUMMARY

Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

Project: 19D0371
Pace Project No.: 35459089
Lab ID Sample ID Matrix Date Collected Date Received
35459089001 Raw Water Drinking Water 04/01/19 10:29 04/04/19 11:50
35459089002 Finished Water Drinking Water 04/01/19 10:12 04/04/19 11:50

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

Page 3 of 11



Pace Analytical Services, LLC

[ ® 8 East Tower Circle
aCBAﬂaMlcal Ormond Beach, FL 32174
www.pacelabs.com (386)672-5668

SAMPLE ANALYTE COUNT

Project: 19D0371
Pace Project No.: 35459089

Analytes
Lab ID Sample ID Method Analysts Reported Laboratory
35459089001 Raw Water EPA 525.2 T™M2 12 PASI-O
35459089002 Finished Water EPA 525.2 T™M2 12 PASI-O

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC. Page 4 of 11



Pace Analytical Services, LLC
8 East Tower Circle

Ormond Beach, FL 32174
(386)672-5668

ace Analytical

www.pacelabs.com

ANALYTICAL RESULTS

19D0371
35459089

Project:
Pace Project No.:

Sample: Raw Water Lab ID: 35459089001 Collected: 04/01/19 10:29 Received: 04/04/19 11:50 Matrix: Drinking Water

Parameters Results Units PQL MDL DF Prepared Analyzed CAS No. Qual
525.2 Semi Volatile Compounds Analytical Method: EPA 525.2 Preparation Method: EPA 525.2
Aldrin 0.068 U ug/L 0.099 0.068 1 04/12/19 21:50 04/19/19 02:22 309-00-2 Y
Atrazine 0.13 ug/L 0.099 0.078 1 04/12/19 21:50 04/19/19 02:22 1912-24-9 Y
Benzo(a)pyrene 0.013 U ug/L 0.099 0.013 1 04/12/19 21:50 04/19/19 02:22 50-32-8 Y
Bromacil 11 U ug/L 2.0 11 1 04/12/19 21:50 04/19/19 02:22 314-40-9 Y
Butachlor 0.073 U ug/L 0.099 0.073 1 04/12/19 21:50 04/19/19 02:22 23184-66-9 Y
bis(2-Ethylhexyl)adipate 0.38 U ug/L 1.6 0.38 1 04/12/19 21:50 04/19/19 02:22 103-23-1 Y
bis(2-Ethylhexyl)phthalate 0.50 U ug/L 2.0 0.50 1 04/12/19 21:50 04/19/19 02:22 117-81-7 Y
Metolachlor 0.26 U ug/L 0.99 0.26 1 04/12/19 21:50 04/19/19 02:22 51218-45-2 Y
Metribuzin 0.15 U ug/L 0.30 0.15 1 04/12/19 21:50 04/19/19 02:22 21087-64-9 Y
Surrogates
1,3-Dimethyl-2-nitrobenzene(S) 120 % 70-130 1 04/12/19 21:50 04/19/19 02:22 81209
Perylene-d12 (S) 55 % 70-130 1 04/12/19 21:50 04/19/19 02:22 1520963 J(S5)
Triphenylphosphate (S) 153 % 70-130 1 04/12/19 21:50 04/19/19 02:22 115-86-6 J(S5)

Sample: Finished Water

Lab ID: 35459089002

Collected: 04/01/19 10:12 Received: 04/04/19 11:50 Matrix: Drinking Water

Parameters Results Units PQL MDL DF Prepared Analyzed CAS No. Qual
525.2 Semi Volatile Compounds Analytical Method: EPA 525.2 Preparation Method: EPA 525.2
Aldrin 0.068 U ug/L 0.10 0.068 1  04/12/19 21:50 04/19/19 02:46 309-00-2 Y
Atrazine 0.11 ug/L 0.10 0.079 1  04/12/19 21:50 04/19/19 02:46 1912-24-9 Y
Benzo(a)pyrene 0.013 U ug/L 0.10 0.013 1  04/12/19 21:50 04/19/19 02:46 50-32-8 Y
Bromacil 11U ug/L 2.0 11 1  04/12/19 21:50 04/19/19 02:46 314-40-9 Y
Butachlor 0.074 U ug/L 0.10 0.074 1 04/12/19 21:50 04/19/19 02:46 23184-66-9 Y
bis(2-Ethylhexyl)adipate 0.38 U ug/L 1.6 0.38 1  04/12/19 21:50 04/19/19 02:46 103-23-1 Y
bis(2-Ethylhexyl)phthalate 0.50 U ug/L 2.0 0.50 1  04/12/19 21:50 04/19/19 02:46 117-81-7 Y
Metolachlor 0.26 U ug/L 1.0 0.26 1  04/12/19 21:50 04/19/19 02:46 51218-45-2 Y
Metribuzin 0.15 U ug/L 0.30 0.15 1  04/12/19 21:50 04/19/19 02:46 21087-64-9 Y
Surrogates
1,3-Dimethyl-2-nitrobenzene(S) 100 % 70-130 1  04/12/19 21:50 04/19/19 02:46 81209
Perylene-d12 (S) 105 % 70-130 1 04/12/19 21:50 04/19/19 02:46 1520963
Triphenylphosphate (S) 105 % 70-130 1  04/12/19 21:50 04/19/19 02:46 115-86-6

Date: 04/19/2019 02:41 PM

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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ace Analytical

www.pacelabs.com

QUALITY CONTROL DATA

Pace Analytical Services, LLC

8 East Tower Circle
Ormond Beach, FL 32174

(386)672-5668

Project: 19D0371

Pace Project No.: 35459089

QC Batch: 530726 Analysis Method: EPA525.2

QC Batch Method:  EPA525.2 Analysis Description: 525.2 DW Semivolatiles

Associated Lab Samples:

35459089001, 35459089002

METHOD BLANK:
Associated Lab Samples:

2874265

35459089001, 35459089002

Matrix: Water

Blank Reporting

Parameter Units Result Limit MDL Analyzed Qualifiers
Aldrin ug/L 0.068 U 0.10 0.068 04/18/19 23:07
Atrazine ug/L 0.079 U 0.10 0.079 04/18/19 23:07
Benzo(a)pyrene ug/L 0.013 U 0.10 0.013 04/18/19 23:07
bis(2-Ethylhexyl)adipate ug/L 0.38 U 1.6 0.38 04/18/19 23:07
bis(2-Ethylhexyl)phthalate ug/L 0.50 U 2.0 0.50 04/18/19 23:07
Bromacil ug/L 1.1 U 2.0 1.1 04/18/19 23:07
Butachlor ug/L 0.074 U 0.10 0.074 04/18/19 23:07
Metolachlor ug/L 0.26 U 1.0 0.26 04/18/19 23:07
Metribuzin ug/L 0.15 U 0.30 0.15 04/18/19 23:07
1,3-Dimethyl-2-nitrobenzene(S) % 90 70-130 04/18/19 23:07
Perylene-d12 (S) % 102 70-130 04/18/19 23:07
Triphenylphosphate (S) % 103 70-130 04/18/19 23:07
LABORATORY CONTROL SAMPLE: 2874266

Spike LCS LCS % Rec

Parameter Units Conc. Result % Rec Limits Qualifiers
Aldrin ug/L 0.4 0.30 76 70-130
Atrazine ug/L 0.4 0.41 102 70-130
Benzo(a)pyrene ug/L 0.4 0.42 106 70-130
bis(2-Ethylhexyl)adipate ug/L 6 5.8 97 70-130
bis(2-Ethylhexyl)phthalate ug/L 8 7.6 95 70-130
Bromacil ug/L 8 7.5 94 70-130
Butachlor ug/L 0.4 0.44 110 70-130
Metolachlor ug/L 4 3.7 92 70-130
Metribuzin ug/L 1.2 1.0 84 70-130
1,3-Dimethyl-2-nitrobenzene(S) % 90 70-130
Perylene-d12 (S) % 103 70-130
Triphenylphosphate (S) % 104 70-130
LABORATORY CONTROL SAMPLE: 2874267

Spike LCS LCS % Rec

Parameter Units Conc. Result % Rec Limits Quialifiers
Aldrin ug/L 0.1 0.084 | 84 50-150
Atrazine ug/L 0.1 0.10 101 50-150
Benzo(a)pyrene ug/L 0.1 0.095 | 95 50-150
bis(2-Ethylhexyl)adipate ug/L 15 1.3 1 86 50-150
bis(2-Ethylhexyl)phthalate ug/L 2 1.7 1 85 50-150
Bromacil ug/L 2 1.9 1 96 50-150

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.

Date: 04/19/2019 02:41 PM

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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www.pacelabs.com

Project: 19D0371
Pace Project No.: 35459089

QUALITY CONTROL DATA

Pace Analytical Services, LLC

8 East Tower Circle
Ormond Beach, FL 32174

(386)672-5668

LABORATORY CONTROL SAMPLE: 2874267
Spike LCS LCS % Rec
Parameter Units Conc. Result % Rec Limits Qualifiers
Butachlor ug/L 0.1 0.096 | 96 50-150
Metolachlor ug/L 1 0.86 | 86 50-150
Metribuzin ug/L 0.3 0.24 | 81 50-150
1,3-Dimethyl-2-nitrobenzene(S) % 97 70-130
Perylene-d12 (S) % 104 70-130
Triphenylphosphate (S) % 104 70-130
MATRIX SPIKE & MATRIX SPIKE DUPLICATE: 2874689 2874690
MS MSD
35458154001  Spike Spike MS MSD MS MSD % Rec Max

Parameter Units Result Conc. Conc. Result Result % Rec % Rec Limits RPD RPD Qual
Aldrin ug/L <0.065 0.38 0.38 0.29 0.37 76 97 70-130 24 40
Atrazine ug/L <0.075 0.38 0.38 0.47 0.46 123 122 70-130 1 40
Benzo(a)pyrene ug/L <0.012 0.38 0.38 0.082 | 0.16 22 42 70-130 40 J(M1)
bis(2-Ethylhexyl)adipate ug/L <0.37 5.7 5.7 5.7 5.5 100 97 70-130 4 40
bis(2-Ethylhexyl)phthalate ug/L <0.48 7.6 7.6 7.5 7.4 98 97 70-130 1 40
Bromacil ug/L <1.0 7.6 7.6 9.9 8.6 130 112 70-130 14 40
Butachlor ug/L <0.071 0.38 0.38 0.51 0.52 133 136 70-130 3 40 J(M1)
Metolachlor ug/L <0.25 3.8 3.8 3.9 3.7 103 97 70-130 6 40
Metribuzin ug/L <0.14 1.1 1.1 1.4 1.2 119 104 70-130 13 40
1,3-Dimethyl-2- % 103 98 70-130
nitrobenzene(S)
Perylene-d12 (S) % 94 97 70-130
Triphenylphosphate (S) % 107 102  70-130

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.

Date: 04/19/2019 02:41 PM

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

Page 7 of 11



Pace Analytical Services, LLC
8 East Tower Circle

aCBAﬂaMlcal Ormond Beach, FL 32174

www.pacelabs.com (386)672-5668

QUALIFIERS

Project: 19D0371
Pace Project No.: 35459089

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.
ND - Not Detected at or above adjusted reporting limit.

TNTC - Too Numerous To Count

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.
LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270. The result reported for
each analyte is a combined concentration.

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.
TNI - The NELAC Institute.

LABORATORIES

PASI-O Pace Analytical Services - Ormond Beach

ANALYTE QUALIFIERS

| The reported value is between the laboratory method detection limit and the laboratory practical quantitation limit.

U Compound was analyzed for but not detected.
J(M1) Estimated Value. Matrix spike recovery exceeded QC limits. Batch accepted based on laboratory control sample (LCS)
recovery.
J(S5) Estimated Value. Surrogate recovery outside control limits due to matrix interferences (not confirmed by re-analysis).
Y The laboratory analysis was from an improperly preserved sample. The data may not be accurate.

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
Date: 04/19/2019 02:41 PM without the written consent of Pace Analytical Services, LLC. Page 8 of 11



ace Analytical

www.pacelabs.com

Pace Analytical Services, LLC

QUALITY CONTROL DATA CROSS REFERENCE TABLE

Project: 19D0371
Pace Project No.: 35459089

8 East Tower Circle
Ormond Beach, FL 32174
(386)672-5668

Analytical
Lab ID Sample ID QC Batch Method QC Batch Analytical Method Batch
35459089001 Raw Water EPA 525.2 530726 EPA 525.2 531218
35459089002 Finished Water EPA 525.2 530726 EPA 525.2 531218

Date: 04/19/2019 02:41 PM

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

Page 9 of 11
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Sample Condition Upon Receipt Form

Document Revised:
May 30, 2018

Document Name:

’Zgﬁq&:}dfc&l )

Issuing Authority:
Pace Florida Quality Office

Document No.:
F-FL-C-007 rev. 13

I | ()1 : 35459089

Projesn: MIM
Project Mana¢LIENT: ENVITX
Clie.

: /11/19
Due Date: 04 Date and Initials of person:

Examining conjnts:
Label:

Thermometer Used: |

State of Origin:

Deliver: ix
pH: -
Date: “ Time: [/ 5 Y Initials: /< /)3

[l For WV projects, all containers verified to <6 °C

Cooler #1 Temp.°C C) 3 (Visual) (O (Correction Factor) C (i (Actual) [[] samples on ice, cooling process has begun
Cooler #2 Temp.‘C (Visual) (Correction Factor) (Actual) [] samples onice, cooling process has begun
Cooler #3 Temp.°C (Visual) (Correction Factor) (Actual) [[] samples on ice, cooling process has begun
Cooler #4 Temp.°C (Visual) (Correction Factor) (Actual) (] samples on ice, cooling process has begun
Cooler #5 Temp.°C (Visual) (Correction Factor) (Actual) [[] samples on ice, cooling process has begun
Cooler #6 Temp.°C (Visual) (Correction Factor) (Actual) [(] samples on ice, cooling process has begun
Courier: U Fed Ex ,E‘I/UPS Uusps Uclient [ commercial O Pace [ 1 6her
Shipping Method: O First Overnight [ Priority Overnight [0 Standard Ovemight ;E;)?'round O International Priority
0O Other
Billing: [ Recipient O Sender O Third Party O Credit Card ¢ !htl Unknown " —
Tracking # |2 LEY LY O3 29D 2477%
Custody Seal on Cooler/Box Present: [ _Yes ,@go Seals intact: [ | Yes o' Ice:é\f-et\i} Blue Dry None
Packing Material: [JBubble Wrap Subble Bags [INone [ other . o
Samples shorted to lab (If Yes, compit;taj' Shorted Date: Shorted Time: Qty:
Comments:
Chain of Custody Present j@,‘?es O No ON/A
Chain of Custody Filled Out B¥es O No CIN/A
Relinquished Signature & Sampler Name COC *Yes O No ON/A
Samples Arrived within Hold Time EYes ONo ONA
Rush TAT requested on COC ﬁes O No ON/A i), /‘ i / ,7'\7
Sufficient Volume Bes [ No ON/A ’
Correct Containers Used TYes O No CN/A
Containers Intact FiYes O No ON/A
Sample Labels match COC (sample IDs & date/time of =
collection) [Yes O No CON/A
All containers needing acid/base preservation have been : Preservation Information:
checked. es [ No 8IN/A ) Preservative:
All Co!'ltainers. needing preservaiion-are found to be in P{ . i 7% tf/ Lot #/Trace #:
compliance with EPA recommendation: OYes Q’ﬁo IN/A Date: Time:
Exceptions: VOA, Coliform, TOC, 0&G, Carbamates”” Initials:
Headspace in VOA Vials? { >6mm): OYes O No CINA
Trip Blank Present: CYes 0O No EqNIA
Client Notification/ Resolution:
Person Contacted: Date/Time:
Commen esolutlon (use back for additional comments):
BT S28 N oty Te g

Project Manager Review:

Date:

Page 11 of 11




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230

Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com
Client: Deer Park, City of
Project: Deer Park, City of - ITC Water Check Reported:
Work Order: 19D0371 25-Apr-19 09:06
Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9D0274 - Organics
Blank (B9D0274-BLK1) Prepared & Analyzed: 02-Apr-19
Dichlorodifluoromethane <1.0 1.0 ug/L
Chloromethane <1.0 1.0 "
Vinyl Chloride <1.0 1.0 "
Bromomethane <1.0 1.0 "
Chloroethane <1.0 1.0 "
Trichlorofluoromethane <1.0 1.0 "
Diethyl ether <1.0 1.0 "
1,1-Dichloroethene <1.0 1.0 "
Carbon Disulfide <1.0 1.0 "
Methylene Chloride <1.0 1.0 "
MTBE (Methyl tert-butyl ether) <1.0 1.0 "
trans-1,2-Dichloroethene <1.0 1.0 "
1,1-Dichloroethane <1.0 1.0 "
2,2-Dichloropropane <1.0 1.0 "
cis-1,2-Dichloroethene <1.0 1.0 "
Bromochloromethane <1.0 1.0 "
Chloroform <1.0 1.0 "
1,2-Dichloroethane <1.0 1.0 "
1,1,1-Trichloroethane <1.0 1.0 "
Methyl Acrylate <1.0 1.0 "
Tetrahydrofuran <1.0 1.0 "
Carbon Tetrachloride <1.0 1.0 "
1,1-Dichloropropene <1.0 1.0 "
Benzene <1.0 1.0 "
Trichloroethene <1.0 1.0 "
1,2-Dichloropropane <1.0 1.0 "
Methyl methacrylate <1.0 1.0 "
Dibromomethane <1.0 1.0 "
Bromodichloromethane <1.0 1.0 "
cis-1,3-Dichloropropene <1.0 1.0 "
trans-1,3-Dichloropropene <1.0 1.0 "
1,1,2-Trichloroethane <1.0 1.0 "
Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of

f'::;? N
!- /i . ( il A

custody document. This analytical report must be reproduced in its entirety.

Monica Smith, Client Services Representative I Page 12 of 27 I




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230

Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com
Client: Deer Park, City of
Project: Deer Park, City of - ITC Water Check Reported:
Work Order: 19D0371 25-Apr-19 09:06
Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9D0274 - Organics
Blank (B9D0274-BLK1) Prepared & Analyzed: 02-Apr-19
Dibromochloromethane <1.0 1.0 ug/L
1,2-Dibromoethane <1.0 1.0 "
Toluene <1.0 1.0 "
Tetrachloroethene <1.0 1.0 "
1,3-Dichloropropane <1.0 1.0 "
Chlorobenzene <1.0 1.0 "
1,1,1,2-Tetrachloroethane <1.0 1.0 "
Ethylbenzene <1.0 1.0 "
m,p-Xylene <1.0 1.0 "
o-Xylene <1.0 1.0 "
Styrene <1.0 1.0 "
Bromoform <1.0 1.0 "
Isopropylbenzene (Cumene) <1.0 1.0 "
1,1,2,2-Tetrachloroethane <1.0 1.0 "
trans-1,4-Dichloro-2-butene <1.0 1.0 "
1,2,3-Trichloropropane <1.0 1.0 "
Bromobenzene <1.0 1.0 "
n-Propylbenzene <1.0 1.0 "
2-Chlorotoluene <1.0 1.0 "
1,3,5-Trimethylbenzene <1.0 1.0 "
4-Chlorotoluene <1.0 1.0 "
tert-butyl Benzene <1.0 1.0 "
1,2,4-Trimethylbenzene <1.0 1.0 "
sec-butyl Benzene <1.0 1.0 "
p-Isopropyltoluene <1.0 1.0 "
1,3-Dichlorobenzene <1.0 1.0 "
1,4-Dichlorobenzene <1.0 1.0 "
n-butyl Benzene <1.0 1.0 "
1,2-Dichlorobenzene <1.0 1.0 "
1,2-Dibromo-3-chloropropane <1.0 1.0 "
1,2,4-Trichlorobenzene <1.0 1.0 "
Hexachlorobutadiene <1.0 1.0 "
Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of

f'::;? N
!- /i . ( il A

custody document. This analytical report must be reproduced in its entirety.

Monica Smith, Client Services Representative I Page 13 of 27 I




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230

Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com
Client: Deer Park, City of
Project: Deer Park, City of - ITC Water Check Reported:
Work Order: 19D0371 25-Apr-19 09:06
Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9D0274 - Organics
Blank (B9D0274-BLK1) Prepared & Analyzed: 02-Apr-19
Naphthalene <1.0 1.0 ug/L
1,2,3-Trichlorobenzene <1.0 1.0 "
Total Trichloroethanes <1.0 1.0 "
Total Trihalomethanes <1.0 1.0 "
Total Xylenes <1.0 1.0 "
Surrogate: 4-Bromofluorobenzene 4.7 " 5.00 94.6 70-130
Surrogate: 1,2-Dichlorobenzene-d4 4.5 " 5.00 90.0 70-130
LCS (B9D0274-BS1) Prepared & Analyzed: 02-Apr-19
Dichlorodifluoromethane 17 1.0 ug/L 20.0 87.3 80-120
Chloromethane 22 1.0 " 20.0 108 80-120
Vinyl Chloride 22 1.0 " 20.0 108 80-120
Bromomethane 20 1.0 " 20.0 101 80-120
Chloroethane 22 1.0 " 20.0 110 80-120
Trichlorofluoromethane 22 1.0 " 20.0 111 80-120
Diethyl ether 20 1.0 " 20.0 99.4 80-120
1,1-Dichloroethene 20 1.0 " 20.0 101 80-120
Carbon Disulfide 16 1.0 " 20.0 78.0 80-120 Q
Methylene Chloride 20 1.0 " 20.0 101 80-120
MTBE (Methyl tert-butyl ether) 18 1.0 " 20.0 91.9 80-120
trans-1,2-Dichloroethene 19 1.0 " 20.0 97.2 80-120
1,1-Dichloroethane 19 1.0 " 20.0 94.4 80-120
2,2-Dichloropropane 19 1.0 " 20.0 93.9 80-120
cis-1,2-Dichloroethene 19 1.0 " 20.0 97.4 80-120
Bromochloromethane 20 1.0 " 20.0 97.8 80-120
Chloroform 20 1.0 " 20.0 98.8 80-120
1,2-Dichloroethane 19 1.0 " 20.0 94.2 80-120
1,1,1-Trichloroethane 19 1.0 " 20.0 92.6 80-120
Methyl Acrylate 18 1.0 " 20.0 90.4 80-120
Tetrahydrofuran 20 1.0 " 20.0 98.4 80-120
Carbon Tetrachloride 18 1.0 " 20.0 90.0 80-120
1,1-Dichloropropene 19 1.0 " 20.0 96.2 80-120
Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of

f'::;? N
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custody document. This analytical report must be reproduced in its entirety.

Monica Smith, Client Services Representative I Page 14 of 27 I




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230

Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com
Client: Deer Park, City of
Project: Deer Park, City of - ITC Water Check Reported:
Work Order: 19D0371 25-Apr-19 09:06
Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9D0274 - Organics
LCS (B9D0274-BS1) Prepared & Analyzed: 02-Apr-19
Benzene 20 1.0 ug/L 20.0 101 80-120
Trichloroethene 19 1.0 " 20.0 96.8 80-120
1,2-Dichloropropane 20 1.0 " 20.0 100 80-120
Methyl methacrylate 18 1.0 " 20.0 89.9 80-120
Dibromomethane 19 1.0 " 20.0 93.4 80-120
Bromodichloromethane 19 1.0 " 20.0 94.0 80-120
cis-1,3-Dichloropropene 20 1.0 " 20.0 97.8 80-120
trans-1,3-Dichloropropene 17 1.0 " 20.0 86.9 80-120
1,1,2-Trichloroethane 20 1.0 " 20.0 99.3 80-120
Dibromochloromethane 17 1.0 " 20.0 87.3 80-120
1,2-Dibromoethane 19 1.0 " 20.0 93.6 80-120
Toluene 20 1.0 " 20.0 99.2 80-120
Tetrachloroethene 17 1.0 " 20.0 84.5 80-120
1,3-Dichloropropane 21 1.0 " 20.0 103 80-120
Chlorobenzene 18 1.0 " 20.0 89.0 80-120
1,1,1,2-Tetrachloroethane 17 1.0 " 20.0 86.9 80-120
Ethylbenzene 19 1.0 " 20.0 97.4 80-120
m,p-Xylene 39 1.0 " 40.0 97.0 80-120
o-Xylene 19 1.0 " 20.0 96.8 80-120
Styrene 18 1.0 " 20.0 91.6 80-120
Bromoform 16 1.0 " 20.0 79.0 80-120 Q
Isopropylbenzene (Cumene) 20 1.0 " 20.0 99.1 80-120
1,1,2,2-Tetrachloroethane 18 1.0 " 20.0 91.0 80-120
trans-1,4-Dichloro-2-butene 17 1.0 " 20.0 86.8 80-120
1,2,3-Trichloropropane 17 1.0 " 20.0 87.2 80-120
Bromobenzene 18 1.0 " 20.0 91.4 80-120
n-Propylbenzene 19 1.0 " 20.0 96.8 80-120
2-Chlorotoluene 19 1.0 " 20.0 95.5 80-120
1,3,5-Trimethylbenzene 19 1.0 " 20.0 96.2 80-120
4-Chlorotoluene 19 1.0 " 20.0 96.4 80-120
tert-butyl Benzene 19 1.0 " 20.0 95.7 80-120
1,2,4-Trimethylbenzene 19 1.0 " 20.0 94.4 80-120
Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of

f'::;? N
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custody document. This analytical report must be reproduced in its entirety.

Monica Smith, Client Services Representative I Page 15 of 27 I




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230

Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com
Client: Deer Park, City of
Project: Deer Park, City of - ITC Water Check Reported:
Work Order: 19D0371 25-Apr-19 09:06
Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9D0274 - Organics
LCS (B9D0274-BS1) Prepared & Analyzed: 02-Apr-19
sec-butyl Benzene 18 1.0 ug/L 20.0 90.9 80-120
p-Isopropyltoluene 19 1.0 " 20.0 97.2 80-120
1,3-Dichlorobenzene 18 1.0 " 20.0 90.4 80-120
1,4-Dichlorobenzene 19 1.0 " 20.0 93.0 80-120
n-butyl Benzene 20 1.0 " 20.0 101 80-120
1,2-Dichlorobenzene 18 1.0 " 20.0 92.0 80-120
1,2-Dibromo-3-chloropropane 16 1.0 " 20.0 79.4 80-120 Q
1,2,4-Trichlorobenzene 15 1.0 " 20.0 77.0 80-120 Q
Hexachlorobutadiene 21 1.0 " 20.0 103 80-120
Naphthalene 13 1.0 " 20.0 64.2 80-120 Q
1,2,3-Trichlorobenzene 14 1.0 " 20.0 68.1 80-120 Q
Total Trichloroethanes 38 1.0 " 40.0 95.9 80-120
Total Trihalomethanes 72 1.0 " 80.0 89.8 80-120
Total Xylenes 58 1.0 " 60.0 97.0 80-120
Surrogate: 4-Bromofluorobenzene 4.9 " 5.00 98.0 70-130
Surrogate: 1,2-Dichlorobenzene-d4 4.9 " 5.00 98.0 70-130
LCS Dup (B9D0274-BSD1) Prepared & Analyzed: 02-Apr-19
Dichlorodifluoromethane 20 1.0 ug/L 20.0 101 80-120 14.6 20
Chloromethane 25 1.0 " 20.0 123 80-120 13.0 20 Q
Vinyl Chloride 25 1.0 " 20.0 123 80-120 13.0 20 Q
Bromomethane 22 1.0 " 20.0 110 80-120 8.40 20
Chloroethane 24 1.0 " 20.0 120 80-120 8.81 20
Trichlorofluoromethane 26 1.0 " 20.0 130 80-120 15.4 20 Q
Diethyl ether 23 1.0 " 20.0 113 80-120 12.6 20
1,1-Dichloroethene 23 1.0 " 20.0 114 80-120 11.6 20
Carbon Disulfide 19 1.0 " 20.0 92.8 80-120 17.4 20
Methylene Chloride 23 1.0 " 20.0 115 80-120 13.1 20
MTBE (Methyl tert-butyl ether) 21 1.0 " 20.0 104 80-120 12.4 20
trans-1,2-Dichloroethene 22 1.0 " 20.0 110 80-120 12.0 20
1,1-Dichloroethane 22 1.0 " 20.0 110 80-120 14.9 20
2,2-Dichloropropane 21 1.0 " 20.0 105 80-120 11.3 20
Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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custody document. This analytical report must be reproduced in its entirety.

Monica Smith, Client Services Representative I Page 16 of 27 I




Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: 19D0371 25-Apr-19 09:06

Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD

Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9D0274 - Organics
LCS Dup (B9D0274-BSD1) Prepared & Analyzed: 02-Apr-19
cis-1,2-Dichloroethene 22 1.0 ug/L 20.0 109 80-120 11.2 20
Bromochloromethane 21 1.0 " 20.0 104 80-120 6.67 20
Chloroform 22 1.0 " 20.0 112 80-120 12.8 20
1,2-Dichloroethane 21 1.0 " 20.0 107 80-120 12.6 20
1,1,1-Trichloroethane 21 1.0 " 20.0 103 80-120 11.0 20
Methyl Acrylate 21 1.0 " 20.0 107 80-120 16.9 20
Tetrahydrofuran 21 1.0 " 20.0 103 80-120 5.00 20
Carbon Tetrachloride 21 1.0 " 20.0 106 80-120 16.7 20
1,1-Dichloropropene 22 1.0 " 20.0 111 80-120 14.1 20
Benzene 22 1.0 " 20.0 110 80-120 9.05 20
Trichloroethene 22 1.0 " 20.0 112 80-120 14.8 20
1,2-Dichloropropane 22 1.0 " 20.0 112 80-120 11.2 20
Methyl methacrylate 20 1.0 " 20.0 100 80-120 10.8 20
Dibromomethane 21 1.0 " 20.0 106 80-120 12.3 20
Bromodichloromethane 22 1.0 " 20.0 108 80-120 13.4 20
cis-1,3-Dichloropropene 23 1.0 " 20.0 113 80-120 14.5 20
trans-1,3-Dichloropropene 21 1.0 " 20.0 103 80-120 17.1 20
1,1,2-Trichloroethane 23 1.0 " 20.0 115 80-120 143 20
Dibromochloromethane 19 1.0 " 20.0 96.7 80-120 10.2 20
1,2-Dibromoethane 22 1.0 " 20.0 109 80-120 15.2 20
Toluene 23 1.0 " 20.0 115 80-120 14.8 20
Tetrachloroethene 20 1.0 " 20.0 102 80-120 183 20
1,3-Dichloropropane 22 1.0 " 20.0 112 80-120 9.21 20
Chlorobenzene 20 1.0 " 20.0 102 80-120 13.5 20
1,1,1,2-Tetrachloroethane 20 1.0 " 20.0 101 80-120 15.1 20
Ethylbenzene 22 1.0 " 20.0 110 80-120 12.4 20
m,p-Xylene 45 1.0 " 40.0 112 80-120 14.2 20
o-Xylene 22 1.0 " 20.0 110 80-120 12.7 20
Styrene 21 1.0 " 20.0 104 80-120 13.0 20
Bromoform 18 1.0 " 20.0 92.0 80-120 15.3 20
Isopropylbenzene (Cumene) 23 1.0 " 20.0 113 80-120 13.2 20
1,1,2,2-Tetrachloroethane 21 1.0 " 20.0 103 80-120 12.6 20
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230

Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com
Client: Deer Park, City of
Project: Deer Park, City of - ITC Water Check Reported:
Work Order: 19D0371 25-Apr-19 09:06
Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9D0274 - Organics
LCS Dup (B9D0274-BSD1) Prepared & Analyzed: 02-Apr-19
trans-1,4-Dichloro-2-butene 19 1.0 ug/L 20.0 96.8 80-120 10.8 20
1,2,3-Trichloropropane 20 1.0 " 20.0 97.5 80-120 11.2 20
Bromobenzene 21 1.0 " 20.0 103 80-120 12.0 20
n-Propylbenzene 23 1.0 " 20.0 113 80-120 15.1 20
2-Chlorotoluene 22 1.0 " 20.0 110 80-120 13.8 20
1,3,5-Trimethylbenzene 22 1.0 " 20.0 111 80-120 14.2 20
4-Chlorotoluene 22 1.0 " 20.0 110 80-120 13.2 20
tert-butyl Benzene 22 1.0 " 20.0 110 80-120 14.0 20
1,2,4-Trimethylbenzene 22 1.0 " 20.0 108 80-120 13.1 20
sec-butyl Benzene 21 1.0 " 20.0 106 80-120 15.2 20
p-Isopropyltoluene 22 1.0 " 20.0 112 80-120 14.0 20
1,3-Dichlorobenzene 21 1.0 " 20.0 104 80-120 14.0 20
1,4-Dichlorobenzene 21 1.0 " 20.0 105 80-120 12.0 20
n-butyl Benzene 24 1.0 " 20.0 118 80-120 16.1 20
1,2-Dichlorobenzene 21 1.0 " 20.0 104 80-120 12.3 20
1,2-Dibromo-3-chloropropane 19 1.0 " 20.0 94.2 80-120 16.9 20
1,2,4-Trichlorobenzene 17 1.0 " 20.0 82.8 80-120 7.38 20
Hexachlorobutadiene 22 1.0 " 20.0 108 80-120 4.90 20
Naphthalene 14 1.0 " 20.0 70.6 80-120 9.49 20 Q
1,2,3-Trichlorobenzene 14 1.0 " 20.0 70.8 80-120 3.89 20 Q
Total Trichloroethanes 44 1.0 " 40.0 109 80-120 12.8 20
Total Trihalomethanes 82 1.0 " 80.0 102 80-120 12.9 20
Total Xylenes 67 1.0 " 60.0 111 80-120 13.7 20
Surrogate: 4-Bromofluorobenzene 4.9 " 5.00 98.6 70-130
Surrogate: 1,2-Dichlorobenzene-d4 53 " 5.00 105 70-130
Duplicate (B9D0274-DUP1) Source: 19D0372-02 Prepared & Analyzed: 02-Apr-19
Dichlorodifluoromethane <1.0 1.0 ug/L <1.0 0 200
Chloromethane <1.0 1.0 " <1.0 0 200
Vinyl Chloride <1.0 1.0 " <1.0 0 200
Bromomethane <1.0 1.0 " <1.0 0 200
Chloroethane <1.0 1.0 " <1.0 0 200
Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: 19D0371 25-Apr-19 09:06

Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD

Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9D0274 - Organics
Duplicate (B9D0274-DUP1) Source: 19D0372-02 Prepared & Analyzed: 02-Apr-19
Trichlorofluoromethane <1.0 1.0 ug/L <1.0 0 200
Diethyl ether <1.0 1.0 " <1.0 0 200
1,1-Dichloroethene <1.0 1.0 " <1.0 0 200
Carbon Disulfide <1.0 1.0 " <1.0 0 200
Methylene Chloride <1.0 1.0 " <1.0 0 200
MTBE (Methyl tert-butyl ether) <1.0 1.0 " <1.0 0 200
trans-1,2-Dichloroethene <1.0 1.0 " <1.0 0 200
1,1-Dichloroethane <1.0 1.0 " <1.0 0 200
2,2-Dichloropropane <1.0 1.0 " <1.0 0 200
cis-1,2-Dichloroethene <1.0 1.0 " <1.0 0 200
Bromochloromethane <1.0 1.0 " <1.0 0 200
Chloroform 17 1.0 " 17 2.53 200
1,2-Dichloroethane <1.0 1.0 " <1.0 0 200
1,1,1-Trichloroethane <1.0 1.0 " <1.0 0 200
Methyl Acrylate <1.0 1.0 " <1.0 0 200
Tetrahydrofuran <1.0 1.0 " <1.0 0 200
Carbon Tetrachloride <1.0 1.0 " <1.0 0 200
1,1-Dichloropropene <1.0 1.0 " <1.0 0 200
Benzene 1.1 1.0 " 1.1 2.79 200
Trichloroethene <1.0 1.0 " <1.0 0 200
1,2-Dichloropropane <1.0 1.0 " <1.0 0 200
Methyl methacrylate <1.0 1.0 " <1.0 0 200
Dibromomethane <1.0 1.0 " <1.0 0 200
Bromodichloromethane 5.9 1.0 " 5.8 2.57 200
cis-1,3-Dichloropropene <1.0 1.0 " <1.0 0 200
trans-1,3-Dichloropropene <1.0 1.0 " <1.0 0 200
1,1,2-Trichloroethane <1.0 1.0 " <1.0 0 200
Dibromochloromethane L5 1.0 " 1.4 11.2 200
1,2-Dibromoethane <1.0 1.0 " <1.0 0 200
Toluene <1.0 1.0 " <1.0 0 200
Tetrachloroethene <1.0 1.0 " <1.0 0 200
1,3-Dichloropropane <1.0 1.0 " <1.0 0 200
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: 19D0371 25-Apr-19 09:06

Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD

Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9D0274 - Organics
Duplicate (B9D0274-DUP1) Source: 19D0372-02 Prepared & Analyzed: 02-Apr-19
Chlorobenzene <1.0 1.0 ug/L <1.0 0 200
1,1,1,2-Tetrachloroethane <1.0 1.0 " <1.0 0 200
Ethylbenzene <1.0 1.0 " <1.0 0 200
m,p-Xylene <1.0 1.0 " <1.0 0 200
0-Xylene <1.0 1.0 " <1.0 0 200
Styrene <1.0 1.0 " <1.0 0 200
Bromoform <1.0 1.0 " <1.0 0 200
Isopropylbenzene (Cumene) <1.0 1.0 " <1.0 0 200
1,1,2,2-Tetrachloroethane <1.0 1.0 " <1.0 0 200
trans-1,4-Dichloro-2-butene <1.0 1.0 " <1.0 0 200
1,2,3-Trichloropropane <1.0 1.0 " <1.0 0 200
Bromobenzene <1.0 1.0 " <1.0 0 200
n-Propylbenzene <1.0 1.0 " <1.0 0 200
2-Chlorotoluene <1.0 1.0 " <1.0 0 200
1,3,5-Trimethylbenzene <1.0 1.0 " <1.0 0 200
4-Chlorotoluene <1.0 1.0 " <1.0 0 200
tert-butyl Benzene <1.0 1.0 " <1.0 0 200
1,2,4-Trimethylbenzene <1.0 1.0 " <1.0 0 200
sec-butyl Benzene <1.0 1.0 " <1.0 0 200
p-Isopropyltoluene <1.0 1.0 " <1.0 0 200
1,3-Dichlorobenzene <1.0 1.0 " <1.0 0 200
1,4-Dichlorobenzene <1.0 1.0 " <1.0 0 200
n-butyl Benzene <1.0 1.0 " <1.0 0 200
1,2-Dichlorobenzene <1.0 1.0 " <1.0 0 200
1,2-Dibromo-3-chloropropane <1.0 1.0 " <1.0 0 200
1,2,4-Trichlorobenzene <1.0 1.0 " <1.0 0 200
Hexachlorobutadiene <1.0 1.0 " <1.0 0 200
Naphthalene <1.0 1.0 " <1.0 0 200
1,2,3-Trichlorobenzene <1.0 1.0 " <1.0 0 200
Total Trichloroethanes <1.0 1.0 " <1.0 0 200
Total Trihalomethanes 24 1.0 " 25 3.09 200
Total Xylenes <1.0 1.0 " <1.0 0 200
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230

Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com
Client: Deer Park, City of
Project: Deer Park, City of - ITC Water Check Reported:
Work Order: 19D0371 25-Apr-19 09:06
Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9D0274 - Organics
Duplicate (B9D0274-DUP1) Source: 19D0372-02 Prepared & Analyzed: 02-Apr-19
Surrogate: 4-Bromofluorobenzene 44 ug/L 5.00 87.6 70-130
Surrogate: 1,2-Dichlorobenzene-d4 4.6 " 5.00 92.8 70-130
Matrix Spike (B9D0274-MS1) Source: 19D0373-01 Prepared & Analyzed: 02-Apr-19
Dichlorodifluoromethane 17 1.0 ug/L 20.0 ND 85.0 80-120
Chloromethane 28 1.0 " 20.0 ND 138 80-120 Q
Vinyl Chloride 25 1.0 " 20.0 ND 125 80-120 Q
Bromomethane 22 1.0 " 20.0 ND 112 80-120
Chloroethane 27 1.0 " 20.0 ND 137 80-120 Q
Trichlorofluoromethane 28 1.0 " 20.0 ND 141 80-120 Q
Diethyl ether 22 1.0 " 20.0 ND 108 80-120
1,1-Dichloroethene 19 1.0 " 20.0 ND 97.4 80-120
Carbon Disulfide 15 1.0 " 20.0 ND 73.2 80-120 Q
Methylene Chloride 20 1.0 " 20.0 ND 102 80-120
MTBE (Methyl tert-butyl ether) 19 1.0 " 20.0 ND 96.3 80-120
trans-1,2-Dichloroethene 19 1.0 " 20.0 ND 97.1 80-120
1,1-Dichloroethane 20 1.0 " 20.0 ND 102 80-120
2,2-Dichloropropane 17 1.0 " 20.0 ND 83.3 80-120
cis-1,2-Dichloroethene 20 1.0 " 20.0 ND 99.4 80-120
Bromochloromethane 19 1.0 " 20.0 ND 95.5 80-120
Chloroform 42 1.0 " 20.0 19 118 80-120
1,2-Dichloroethane 21 1.0 " 20.0 ND 105 80-120
1,1,1-Trichloroethane 18 1.0 " 20.0 ND 92.4 80-120
Methyl Acrylate 2 1.0 n 20.0 ND 110 80-120
Tetrahydrofuran 22 1.0 " 20.0 ND 112 80-120
Carbon Tetrachloride 18 1.0 " 20.0 ND 91.5 80-120
1,1-Dichloropropene 20 1.0 " 20.0 ND 99.3 80-120
Benzene 21 1.0 " 20.0 ND 103 80-120
Trichloroethene 19 1.0 " 20.0 ND 95.1 80-120
1,2-Dichloropropane 22 1.0 " 20.0 ND 111 80-120
Methyl methacrylate 19 1.0 " 20.0 ND 97.0 80-120
Dibromomethane 20 1.0 " 20.0 ND 101 80-120
Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230

Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com
Client: Deer Park, City of
Project: Deer Park, City of - ITC Water Check Reported:
Work Order: 19D0371 25-Apr-19 09:06
Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9D0274 - Organics
Matrix Spike (B9D0274-MS1) Source: 19D0373-01 Prepared & Analyzed: 02-Apr-19
Bromodichloromethane 29 1.0 ug/L 20.0 6.3 114 80-120
cis-1,3-Dichloropropene 19 1.0 " 20.0 ND 96.7 80-120
trans-1,3-Dichloropropene 19 1.0 " 20.0 ND 94.7 80-120
1,1,2-Trichloroethane 21 1.0 " 20.0 ND 104 80-120
Dibromochloromethane 19 1.0 " 20.0 1.3 87.6 80-120
1,2-Dibromoethane 20 1.0 " 20.0 ND 97.6 80-120
Toluene 20 1.0 " 20.0 ND 100 80-120
Tetrachloroethene 13 1.0 " 20.0 ND 67.0 80-120 Q
1,3-Dichloropropane 21 1.0 " 20.0 ND 105 80-120
Chlorobenzene 18 1.0 " 20.0 ND 88.4 80-120
1,1,1,2-Tetrachloroethane 17 1.0 " 20.0 ND 87.1 80-120
Ethylbenzene 19 1.0 " 20.0 ND 96.3 80-120
m,p-Xylene 38 1.0 " 40.0 ND 94.8 80-120
o-Xylene 19 1.0 " 20.0 ND 93.8 80-120
Styrene 18 1.0 " 20.0 ND 88.4 80-120
Bromoform 16 1.0 " 20.0 ND 81.6 80-120
Isopropylbenzene (Cumene) 19 1.0 " 20.0 ND 95.1 80-120
1,1,2,2-Tetrachloroethane 21 1.0 " 20.0 ND 106 80-120
trans-1,4-Dichloro-2-butene 19 1.0 " 20.0 ND 97.4 80-120
1,2,3-Trichloropropane 20 1.0 " 20.0 ND 99.1 80-120
Bromobenzene 18 1.0 " 20.0 ND 90.2 80-120
n-Propylbenzene 19 1.0 " 20.0 ND 94.8 80-120
2-Chlorotoluene 19 1.0 " 20.0 ND 94.8 80-120
1,3,5-Trimethylbenzene 19 1.0 " 20.0 ND 93.2 80-120
4-Chlorotoluene 18 1.0 " 20.0 ND 92.0 80-120
tert-butyl Benzene 18 1.0 " 20.0 ND 89.0 80-120
1,2,4-Trimethylbenzene 18 1.0 " 20.0 ND 92.2 80-120
sec-butyl Benzene 18 1.0 " 20.0 ND 89.4 80-120
p-Isopropyltoluene 18 1.0 " 20.0 ND 91.8 80-120
1,3-Dichlorobenzene 17 1.0 " 20.0 ND 86.2 80-120
1,4-Dichlorobenzene 18 1.0 " 20.0 ND 90.4 80-120
n-butyl Benzene 19 1.0 " 20.0 ND 95.8 80-120
Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230

Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com
Client: Deer Park, City of
Project: Deer Park, City of - ITC Water Check Reported:
Work Order: 19D0371 25-Apr-19 09:06
Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9D0274 - Organics
Matrix Spike (B9D0274-MS1) Source: 19D0373-01 Prepared & Analyzed: 02-Apr-19
1,2-Dichlorobenzene 18 1.0 ug/L 20.0 ND 91.6 80-120
1,2-Dibromo-3-chloropropane 20 1.0 " 20.0 ND 99.7 80-120
1,2,4-Trichlorobenzene 17 1.0 " 20.0 ND 86.0 80-120
Hexachlorobutadiene 18 1.0 " 20.0 ND 91.6 80-120
Naphthalene 16 1.0 " 20.0 ND 81.0 80-120
1,2,3-Trichlorobenzene 17 1.0 " 20.0 ND 86.6 80-120
Total Trichloroethanes 39 1.0 " 40.0 ND 98.2 80-120
Total Trihalomethanes 110 1.0 " 80.0 26 100 80-120
Total Xylenes 57 1.0 " 60.0 ND 94.4 80-120
Surrogate: 4-Bromofluorobenzene 4.9 " 5.00 97.6 70-130
Surrogate: 1,2-Dichlorobenzene-d4 5.2 " 5.00 105 70-130
Matrix Spike Dup (B9D0274-MSD1) Source: 19D0373-01 Prepared & Analyzed: 02-Apr-19
Dichlorodifluoromethane 18 1.0 ug/L 20.0 ND 91.8 80-120 7.81 20
Chloromethane 27 1.0 " 20.0 ND 137 80-120 0.728 20 Q
Vinyl Chloride 26 1.0 " 20.0 ND 131 80-120 4.72 20 Q
Bromomethane 24 1.0 " 20.0 ND 122 80-120 8.95 20 Q
Chloroethane 27 1.0 " 20.0 ND 136 80-120 0.805 20 Q
Trichlorofluoromethane 29 1.0 " 20.0 ND 146 80-120 3.97 20 Q
Diethyl ether 22 1.0 " 20.0 ND 111 80-120 3.33 20
1,1-Dichloroethene 21 1.0 " 20.0 ND 103 80-120 5.59 20
Carbon Disulfide 16 1.0 " 20.0 ND 82.3 80-120 11.7 20
Methylene Chloride 21 1.0 " 20.0 ND 107 80-120 4.21 20
MTBE (Methyl tert-butyl ether) 20 1.0 " 20.0 ND 98.2 80-120 1.90 20
trans-1,2-Dichloroethene 20 1.0 " 20.0 ND 98.4 80-120 1.33 20
1,1-Dichloroethane 21 1.0 " 20.0 ND 107 80-120 4.93 20
2,2-Dichloropropane 17 1.0 " 20.0 ND 84.4 80-120 1.25 20
cis-1,2-Dichloroethene 21 1.0 " 20.0 ND 106 80-120 6.43 20
Bromochloromethane 20 1.0 " 20.0 ND 100 80-120 4.85 20
Chloroform 42 1.0 " 20.0 19 118 80-120 0.166 20
1,2-Dichloroethane 21 1.0 " 20.0 ND 105 80-120 0.0477 20
1,1,1-Trichloroethane 20 1.0 " 20.0 ND 98.8 80-120 6.69 20
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: 19D0371 25-Apr-19 09:06

Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD

Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9D0274 - Organics
Matrix Spike Dup (B9D0274-MSD1) Source: 19D0373-01 Prepared & Analyzed: 02-Apr-19
Methyl Acrylate 22 10 ugl 20.0 ND 108 80-120 2.16 20
Tetrahydrofuran 19 1.0 " 20.0 ND 96.2 80-120 15.1 20
Carbon Tetrachloride 19 1.0 " 20.0 ND 96.8 80-120 5.58 20
1,1-Dichloropropene 22 1.0 " 20.0 ND 108 80-120 8.16 20
Benzene 22 1.0 " 20.0 ND 108 80-120 3.89 20
Trichloroethene 19 1.0 " 20.0 ND 95.8 80-120 0.733 20
1,2-Dichloropropane 23 1.0 " 20.0 ND 113 80-120 1.79 20
Methyl methacrylate 21 1.0 " 20.0 ND 104 80-120 6.48 20
Dibromomethane 20 1.0 " 20.0 ND 102 80-120 1.62 20
Bromodichloromethane 29 1.0 " 20.0 6.3 115 80-120 0.720 20
cis-1,3-Dichloropropene 21 1.0 " 20.0 ND 104 80-120 7.18 20
trans-1,3-Dichloropropene 20 1.0 " 20.0 ND 99.6 80-120 5.09 20
1,1,2-Trichloroethane 22 1.0 " 20.0 ND 109 80-120 4.69 20
Dibromochloromethane 20 1.0 " 20.0 1.3 92.3 80-120 4.88 20
1,2-Dibromoethane 20 1.0 " 20.0 ND 102 80-120 4.36 20
Toluene 21 1.0 " 20.0 ND 105 80-120 4.38 20
Tetrachloroethene 16 1.0 " 20.0 ND 77.6 80-120 14.7 20 Q
1,3-Dichloropropane 22 1.0 " 20.0 ND 108 80-120 2.59 20
Chlorobenzene 18 1.0 " 20.0 ND 91.7 80-120 3.61 20
1,1,1,2-Tetrachloroethane 19 1.0 " 20.0 ND 95.5 80-120 9.20 20
Ethylbenzene 21 1.0 " 20.0 ND 104 80-120 8.02 20
m,p-Xylene 41 1.0 " 40.0 ND 104 80-120 8.95 20
o-Xylene 21 1.0 " 20.0 ND 103 80-120 9.59 20
Styrene 19 1.0 " 20.0 ND 94.2 80-120 6.36 20
Bromoform 19 1.0 " 20.0 ND 93.8 80-120 13.9 20
Isopropylbenzene (Cumene) 21 1.0 " 20.0 ND 107 80-120 11.4 20
1,1,2,2-Tetrachloroethane 22 1.0 " 20.0 ND 109 80-120 2.73 20
trans-1,4-Dichloro-2-butene 20 1.0 " 20.0 ND 102 80-120 4.86 20
1,2,3-Trichloropropane 21 1.0 " 20.0 ND 105 80-120 6.02 20
Bromobenzene 20 1.0 " 20.0 ND 98.7 80-120 8.94 20
n-Propylbenzene 22 1.0 " 20.0 ND 109 80-120 13.9 20
2-Chlorotoluene 21 1.0 " 20.0 ND 105 80-120 10.2 20
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230

Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com
Client: Deer Park, City of
Project: Deer Park, City of - ITC Water Check Reported:
Work Order: 19D0371 25-Apr-19 09:06
Volatile Organic Compounds by EPA 524.2 - Quality Control
Envirodyne Laboratories, Inc.
Reporting Spike Source %REC RPD
Analyte Result Limit Units Level Result %REC Limits RPD Limit Notes
Batch B9D0274 - Organics
Matrix Spike Dup (B9D0274-MSD1) Source: 19D0373-01 Prepared & Analyzed: 02-Apr-19
1,3,5-Trimethylbenzene 21 1.0 ug/L 20.0 ND 107 80-120 13.7 20
4-Chlorotoluene 21 1.0 " 20.0 ND 104 80-120 12.0 20
tert-butyl Benzene 21 1.0 " 20.0 ND 105 80-120 16.5 20
1,2,4-Trimethylbenzene 21 1.0 " 20.0 ND 105 80-120 12.7 20
sec-butyl Benzene 20 1.0 " 20.0 ND 101 80-120 11.9 20
p-Isopropyltoluene 21 1.0 " 20.0 ND 107 80-120 153 20
1,3-Dichlorobenzene 20 1.0 " 20.0 ND 99.4 80-120 14.3 20
1,4-Dichlorobenzene 19 1.0 " 20.0 ND 95.8 80-120 5.75 20
n-butyl Benzene 22 1.0 " 20.0 ND 109 80-120 12.7 20
1,2-Dichlorobenzene 21 1.0 " 20.0 ND 103 80-120 12.1 20
1,2-Dibromo-3-chloropropane 20 1.0 " 20.0 ND 101 80-120 1.10 20
1,2,4-Trichlorobenzene 18 1.0 " 20.0 ND 88.0 80-120 2.24 20
Hexachlorobutadiene 19 1.0 " 20.0 ND 95.4 80-120 4.12 20
Naphthalene 17 1.0 " 20.0 ND 85.2 80-120 4.93 20
1,2,3-Trichlorobenzene 18 1.0 " 20.0 ND 88.4 80-120 2.06 20
Total Trichloroethanes 42 1.0 " 40.0 ND 104 80-120 5.64 20
Total Trihalomethanes 110 1.0 " 80.0 26 105 80-120 337 20
Total Xylenes 62 1.0 " 60.0 ND 104 80-120 9.16 20
Surrogate: 4-Bromofluorobenzene 4.9 " 5.00 98.6 70-130
Surrogate: 1,2-Dichlorobenzene-d4 54 " 5.00 107 70-130
Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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custody document. This analytical report must be reproduced in its entirety.
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Envirodyne Laboratories, Inc
11011 Brooklet Dr., # 230
Houston, TX 77099
281.568.7880 Phone
www.envirodyne.com

Client: Deer Park, City of

Project: Deer Park, City of - ITC Water Check Reported:

Work Order: 19D0371 25-Apr-19 09:06

Notes and Definitions

Q QC did not meet ELI acceptance criteria

C Refer to sample comments

DET Analyte DETECTED

ND Analyte NOT DETECTED at or above the reporting limit

NR Not Reported

dry Sample results reported on a dry weight basis

RPD Relative Percent Difference

CLT Client Representative

Envirodyne Laboratories, Inc. The results in this report apply to the samples analyzed in accordance with the chain of
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o custody document. This analytical report must be reproduced in its entirety.
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Enviredyne Laboraicries, Inc. E OA24573
\0\ By \ 11011 Brooklet, Ste. 230
Houston, Texas 77099-3543 Page Of

TCEQ Certification # T104704265 Phone (281)568-7880 - Fax (281)568-3004

Name: Deer Park City of Analysis Request and Chain of Custody Record
Address: 2117 East X Street
City: Deer Park, TX 77536
Contact: Nichioas Cook Phone: 832-421-7387 Fax: ‘
Project No. ’CIient/Proiect | < 12 5
, ITC - Water Check E |2 E
Lab ID Field Sample No./ Date & | § % Sample Container|Sampie Type ( Liquid, - = O ;,.a_) c =
No. Indentification Time 5| 3| (suomar Siudge, atey | P ANALYSIS REQUESTED & lg| ®
ol/19 (3) 40ml s T R '
Raw Water ‘f/{oé 3| VOA Liquid Ice VOGO 5242 o ;
S _ Zf'/ﬂm‘? | (4) 1 W n
. Raw VYater 1039 / L/Amb Liquid Ice SVOC 525.2 7
- Zleilf (3) 40mi . _
Finished Water ,{0 ’./é’ S Ll:f{:l_.lld | e VOC 524.2 . |
Finished Water | 729 4 | @1 | jquia | SVOC 525.2
inishe ate 1019 ETAmE :q.i _ ce P
“ Trip Blank - : -*r(ﬁ}ggm' Liquid lce VOC 524.2 B
E ey . S S—
Samplers: ( Signature) Relinquished by: _ _ Date:tff; /i9 Received by: Date:dfe/47 [Beal Intact?
ARl r‘/ LU’HLWQL { Signature) Fﬂmk’r&}ﬂm Time: ;2 <5 | ( Signature) Q - M()JZ IC’“/ Time: 2 s~
Relinquished by: Oate: Received by: Qa!e: eal Intact?
Afiiliation ( Signature) Time: (Signature) - Time:
_ Relinquished by: Date: ¢ | /¢ RecelvedbyLab: \/ \| | patetift[T{y eal ntact?
(Signature)  (fl - At Time: \\g” |(Signature) [rime: \U (]
Remarks: FLOW: Arrival Temp. Data Results LN N ~ |LLaboratory N
Meter Reading: 9 7 ‘3 C’I <
Cl: Residual: 4 ‘ R ot L
———— ‘te Representative: Date: *#/I[19 | e
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